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April 9, 2007

Ronald Stoffer, Administrator
Lewis-Clark Care Center, LL.C
1633 10th Avenue

Lewiston, ID 83501

Dear Mr. Stoffer:

On March 28, 2007, a life saféty code survey was conducted at Lewis-Clark Care Center, LI.C. The
facility was found to be providing a safe environment for its residents.

The enclosed form, stating no core issue deficiencies were cited during the survey, is for your records
only and need not be returned.

Should you have any questions about our visit, please contact me at (208) 334-6626.
Sincerely,

B

MARK GRIMES
Supervisor
Facility Fire Safety & Construction Program
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R 000| Initial Comments R 000
The facility was found to be in substantial
compliance with the fire and life safety
requirements of the Rules for Residential or
Assisted Living Facilities in idaho. No core
deficiencies were cited during the standard
fireflife safety survey conducted on March 28,
2007.
The surveyor conducting the survey was:
Eric Mundell REHS
Health Facility Surveyor
Faciiity Fire/life Safety & Construction Program
Bureau of Facility Standards
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